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Inadequate Lighting at the Pedestrian Crosswalk by the HTF L Gate

Savannah River Site

Aiken/Aiken/South Carolina

A new permanent dedicated lighting source (pole-mounted lights) should be installed at the L-Gate crosswalk.
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